Viejo System Project

Figure 4
Proposed Viejo Substation
Site Plan

220 kV To Chino Aspen

Environmental Group

220 kV To Serrano Existing 220 kV Tower - M23-T2A LEGEND
/// WB2-A 15/25, 15/25, 15/25, 15/25 B Proposed 220 kV Tower
@® Proposed 220 kV TSP
86 KV To Limestone  \\ Existing 66 kV TSP - M3-P1 ® Proposed H-Frame

O Proposed 66 kV TSP
& 66 kV TSP to be Removed

LIMESTONE-MOULTON-VIEJO 66KV

LIMESTONE-VIEJO 66KV

Existing 220 kV Tower - M23-T2
WS1 -6, +0, -3, -9

66 kV To To Be Replaced

Limestone & Moulton

Existing 66 kV TSP - M2-P7

Proposed 220 kV Tower - M23-T2
WY1-A - Legs to be determined

v L-02 New 66 kV TSP

L-01 New 66 kV TSP

C-02 New 66 kV TSP
m\ C-01 New 66 kV TSP - New Location

Proposed R/W 13 - 66 kV D.E. H-Frame

Existing 66 kV TSP - M2-P6 - To Be Replaced

Proposed R/W 12 - Susp H-Frame
Existing M23-T1 - To Be Replaced
W81 -9, -9, -9, -9

Proposed 220 kV Tower - M23-T1
WY1-B - Legs to be Determined

V-1 - Proposed 220 kV DC TSP

‘ V-4 - Proposed 220 kV DC TSP

Proposed 220 kV Tower - M22-T4
WY2-B With Vertical Extensions

Existing 66 kV TSP - M2-P5
To Be Replaced

Proposed R/W 11 -
66 kV D.E. H-Frame

Existing 220 kV Tower - M22-T4
WB2-B 15/25, 15/20, 15/25, 15/25
To Be Replaced

V-2 - Proposed 220 kV DC TSP l
V-3 - Proposed 220 kV DC TSP \ M

V-5, 6 & 7 - Proposed 220 kV SC TSP's

To San Onofre

To San Onofre

V-8, 9 & 10 - Proposed 220 kV SC TSP's 3 Y5y a%
N V& //@N Existing 66 KV TSP -
\Y ¢4 NO.2 CHIQUITA-VIEJO 66KV \ M2-P4 - To Be Removed
W E V5% o4
V4 AN < S
_ N \
g NO.1 CHIQUITA-VIEJO 66KV // l//// N S
Scale: 1" = 250"

CHIQUITA-O'NEILL-VIEJO 66KV

Viejo System Project B-11 May 2004




	Page 1

