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Table 2. Historical Paso Robles DPA Capacity and Load 

 2007 2008 2009 2010 2011 2012 2013 2014 2015 2016 2017 

Historical 
Available 
DPA 
Capacity 

182.46 197.51 197.51 212.55 212.55 212.55 212.55 212.55 212.55 212.55 212.55 

Historical 
DPA Peak 
Load 

179.44 169.40 164.40 158.73 150.69 173.98 180.63 164.74 169.33 190.14 195.06 

Note: Paso Robles Bank 1 was replaced in 2010 with a 30 MVA transformer unit, bringing available DPA capacity to 212.55 MW. 

Figure 2 illustrates the current distribution system and indicates all distribution lines whether they are 

looped or radial. In general, main lines with larger overhead and underground conductor sizes are part of 

looped systems, while lines with smaller conductor sizes are radial systems tapped off the looped main-line 

systems. 
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